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A B S T R A C T   
Commonly single-sided natural ventilation is used in temperate climates to provide comfortable and healthy 
indoor environments. However, within built-up areas it is difficult to predict natural ventilation rates for 
buildings as they depend on many flow factors and opening type. Here, existing models are evaluated using the 
nine-month Refresh Cube Campaign (RCC). Pressure-based ventilation rates were determined for a small opening 
(1% porosity) in a cubical test building (side ¼ 6 m). The building was isolated and then sheltered in a limited 
staggered building array to simulate turbulent flows in dense urban areas. Internal and external flow, temper-
ature and pressure measurements captured a wide range of scales of variability. Although the Warren and Parkins 
(1985, WP85) model performed best for 30-min mean ventilation rates, all four models tested underestimated 
ventilation rates by a factor of 10. As wind dominated the stack effect, new coefficients were derived for the 
WP85 wind-driven model as a function of wind angle. Predictions were mostly improved, except for directions 
with complex flow patterns during the sheltered case. For the first time, the relation between ventilation rate and 
turbulence intensity (TI) around a full-scale building was tested. Results indicate that the wind-driven model for 
single-sided ventilation in highly turbulent flows (0.5 < TI < 4) can be improved by including TI as a multi-
plicative factor. Although small window openings with highly turbulent flows are common for sheltered 
buildings in urban areas, future model development should include a variety of configurations to assess the 
generality of these results.   
1. Introduction 
Natural ventilation is an important passive building design strategy 
for the development of sustainable and healthy indoor environments 
[1–4]. Whilst cross ventilation is often preferred for its larger flow rates, 
few buildings can achieve cross-ventilation fully due to the interior 
partitions, obstacles, and thicknesses [5], and single-sided ventilation is 
more commonly used [6–9]. Accurate prediction of single-sided venti-
lation is required; otherwise if ventilation rates are overestimated 
buildings may overheat and lead to a general distrust of the effectiveness 
of natural ventilation [10]. 
Single-sided ventilation of buildings, especially in built-up areas, is 
difficult to predict as it depends on many factors: wind speed, external- 
internal temperature difference, indoor temperature gradients, wind 
direction, turbulence, location, surroundings and type of opening. All or 
some of these may be accounted for depending on model complexity and 
the data used in model development. Generally, there is a lack of long- 
term, comprehensive full-scale data to evaluate these models. 
This study focuses on evaluating a series of empirical single-sided 
ventilation models using observations from the Refresh Cube 
Campaign (RCC) [23]. Nine months of ventilation and meteorological 
data were taken around and inside a simple, 6 m tall test building 
located in a rural setting in the UK. Pressure-based, single-sided venti-
lation rates were determined for a small opening when the building was 
both isolated and sheltered within a limited, simplified, staggered 
building array to characterise turbulent flows in dense urban areas. 
Discrepancies between the models and observations are interpreted in 
light of directional effects on wind-speed and turbulence. Uniquely in 
this study (1) data for a building in both an isolated and a simple array 
are analysed; and (2) the meteorological and upstream aerodynamic 
roughness characteristics of the site are very well characterised. 
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2. Existing empirical expressions to calculate single-sided 
natural ventilation 
Chen [11] reviews the methodology used for assessing ventilation 
model performance and recent applications. There are several empirical 
expressions for the calculation of single-sided natural ventilation. Four 
empirical expressions derived from wind tunnel or full-scale measure-
ment (Table 1) can be directly compared to our full-scale measurement 
dataset. Each equation has either a wind-driven or a buoyancy-driven 
component, or a combination of the two. Equations developed from 
CFD simulations (e.g. [5]) cannot be assessed as not all input variables 
have been measured and thus are only discussed briefly. 
Generally, calculation of the thermally driven component of venti-
lation (Qstack) uses Warren and Parkin’s (WP85) equation [12] (Table 1) 
[12,13]. offered two ways to calculate the wind driven ventilation 
component (Qwind) depending if local (Ulocal) or reference (Uref) wind 
speed measurements are available (Table 1). “Local” is taken to refer to 
measurement closest to the opening. The methods to calculate Aeff 
depend on opening layout. The total ventilation rate (Q) is determined to 
be the largest of Qwind and Qstack [13]. However, this does not consider 
interactions between Qwind and Qstack. These may reinforce or counter 
the effects of each other, depending on external conditions. The 
empirical equations are derived from both wind tunnel and full-scale 
data [12]. As these empirical expressions for single-sided natural 
ventilation are often only tested with the original data, their general 
applicability is unknown. Exceptions to this include [14–16] who 
compare their data to pre-existing models such as [12,17,18] and sug-
gest improvements to the pre-existing models. 
De Gids and Phaff’s (1982) (DP82) [17] equation, derived from 
full-scale measurements at 33 buildings (Table 1), considers both ther-
mal and wind driven components. For the three urban locations, sur-
rounding buildings were up to four floors high. All measurements were 
undertaken on the first floor of the test buildings with wind speeds, 
window and room air velocities, air change rates, opening area and 
temperature measured [17]. This work is used in both the French 
Thermal Regulation of buildings and the European standard to predict 
the impact of window opening in buildings [19]. Uref is measured at 10 
m. Unlike WP85, CD (discharge coefficient) is not explicitly used within 
DP82 but is within a square root term with dimensions of velocity [14]. 
This means the accuracy is dependent on the opening type. Using the 
pre-multiplying factor of 0.5 assumes only half a single-sided opening is 
acting as an inlet at any given time [17]. acknowledged it is difficult to 
define the velocity profile shape in the opening, as this depends on the 
dominant process (i.e. buoyancy or wind). 
The standard EN 16798-7:2017 [20] (Table 1) improved DP82 using 
the changes discussed in Ref. [10]. Notably, like [12], it uses the 
maximum of wind and thermally-driven ventilation rate terms. Given 
the risk of overestimation of ventilation rate [10], the constant turbu-
lence term (C3, Table 1) is removed. 
Larsen and Heiselberg (2008) (LH08) [14] used the same basic form 
as [17] with three coefficients (CL1, CL2, CL3) derived using least squares 
regression with wind-tunnel data. Data were grouped into leeward, 
windward or parallel wind directions (Table 1) and compared to the 
results. They assumed that fðβvÞ
ffiffiffiffiffi
Cp
p
(a function of wind direction, βv 
and pressure coefficient, Cp) is equivalent to the ratio of local to refer-
ence wind speeds. The coefficients and functions are derived from 159 
wind tunnel cases, spanning a range of wind speeds (0, 3 and 5 m s  1), 
wind directions (βv  ¼ 0�–345�) and temperature differences (ΔT ¼ 0, 5 
and 10 �C). 
Caciolo et al. (2011) [15] varied the opening type using openings 
that were plain, top hung and bottom hung, with the latter two having 
both 12� and 28� opening angles. They compared the results of [12,14, 
18] to data for a second floor full scale room exposed to natural con-
ditions [15]. found WP85 yielded the best results (accuracy � 25%) but 
all provided reasonably good correlations. A similar model accuracy was 
found by Ref. [10] for WP85, who also found that LH08 underestimated 
wind tunnel measurements. Zhou et al. [8] found that LH08 under-
estimated their LES-derived ventilation rates, and WP85, DG82 and their 
own model gave similar results to the data. However, Caciolo et al. 
(2013) [16] highlighted that the correlations tested ([12,14,18]) did not 
account for the reduction of airflow rate in leeward conditions. Hence, 
the model proposed in [16] is designed to be applied to single sided 
ventilation on the leeward side of a building. WP85 over-predicted the 
ventilation rate in leeward conditions. This is related to the wind 
counteracting the stack effect by mixing the air at the opening, reducing 
the effective temperature difference, with higher winds leading to a 
greater reduction [16]. The air change rate caused by wind driven ef-
fects is not considered in this model (Table 1) [16]. Uses a similar form 
for Qstack as [12] but includes ΔT* (ratio of effective temperature dif-
ference at the opening to indoor-outdoor temperature difference) for 
Table 1 
Single-sided ventilation rate equations from the literature, hereafter referred to by the acronyms given in column 1. The data from which models were derived were 
measured in the wind tunnel (WT) or at full scale (FS). Common terms are defined only once.  
Model Data Equation Symbols 
Warren and Parkins 
(1985), Warren (1977) 
WP85, W77 [12,13] 
FS 
WT QWwind ¼ 0:025 A Uref QWwind ¼ 0:1AUlocalQstack ¼
1
3
Aeff CD
ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
ΔT H g
Tav
r
QW ¼
maxðQWwind ; QstackÞ
Aeff effective opening area 
Uref reference wind speed 
Ulocal local wind speed 
CD discharge coefficient 
ΔT temperature difference across the opening 
H height of the opening (i.e. distance from top to bottom 
of the opening) 
Tav average of internal and external temperatures 
g gravitational acceleration  
De Gids & Phaff (1982) 
DP82 [17] 
FS QPG ¼ 0:5 A
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
C1U2ref þ C2H jΔTj þ C3
q
where C1 ¼ 0.001, C2 ¼ 0.0035 and C3 ¼ 0.01  
A opening area 
C1 dimensionless coefficient linked to the wind effect 
C2 related to the stack effect 
C3 related to the turbulence in the oncoming flow  
EN 16798-7:2017 
EN17 [20] 
FS (data 
from DP82) 
QEN ¼
ρint
ρext
A
2
:maxðC1U2ref þ C2H jΔTjÞ
0:5 
where C1 ¼ 0.001, C2 ¼ 0.0035  
ρint density of internal air 
ρext density of external air  
Larsen and Heiselberg 
(2008) 
LH08 [14] 
WT 
QLH ¼ A
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
CL1fðβvÞ
2��Cp
�
� U2ref þ CL2H ΔTþ CL3
 
ΔCp; openingΔT
U2ref
v
u
u
t
! CL1; CL2; CL3 derived using least squares from 159 WT 
measurements but values not stated by authors 
βv Wind direction �
�Cp
�
� Pressure coefficient 
ΔCp; opening Difference in pressure coefficients across the 
opening   
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leeward conditions, defaulting to WP85 in all other cases (Table 1). 
However, due to a lack of leeward data in the present study dataset, 
assessment of the model in [16] is not possible. 
Other emprical relations exist (e.g. Dascalaki et al. (1996) [18], 
Wang and Chen (2012) [21]). As after extensive testing [15] found [18] 
to systematically overestimate the ventilation rate, we do not evaluate 
[18]. [21] provides equations for both the mean and the fluctuating 
ventilation rate components from CFD data. As some of model factors in 
Ref. [21] (e.g. fluctuating velocity spectrum) are difficult to obtain 
accurately at full-scale, we do not evaluate [21]. [8]’s modification of 
[21]’s model showed that the size of the opening could affect the type of 
flow driving the ventilation. As [8]’s equation requires characteristics 
not measured in the present study (e.g. position of the neutral plane) we 
cannot evaluate it. 
3. Methodology 
As a detailed overview of the site, Refresh Cube Campaign (RCC) and 
the measurements are provided in [22–26], only the single-sided 
ventilation data for the model comparison are discussed here. The test 
building was a 6 m � 6 m x 6 m metal cube [27,28] in rural Silsoe, UK 
(52.01088� N,   0.410979� W). It had removable openings (0.4 m wide 
by 1 m high, centre point 3.5 m from the ground) in the front and back 
faces (Fig. 1). The cube front face was in the prevailing wind direction 
(~240�), hereafter referred to as 0� (clockwise angles are positive, 
anticlockwise angles negative, Fig. 1). Hence, 0� denotes flow perpen-
dicular to the front opening (Front or West face: Fig. 1) with �90� being 
parallel to the opening. 
Fig. 1 shows that the RCC experiment had two spatial arrangements: 
(1) ‘array’ (October 2014 to April 2015), and (2) ‘isolated’ (May 2015 to 
July 2015). All instruments were kept in the same positions throughout. 
Following common meteorological practice, we use 30-min means 
(unless otherwise stated) to capture all the scales of turbulent motion 
[29] with instruments logged at 10 Hz (except for the “Channel” mast 
which was logged at 20 Hz). 
Seven 3-axis Gill R3-50 sonic anemometers, measuring three- 
component wind velocity, were deployed within the cube itself (2) 
and outside (5) (Fig. 1). The centres of the two sonic anemometers 
closest to the instrumented cube (“Front (Local)” and “Back”) and the 
two internal sonic anemometers were at 3.5 m above ground level (in 
line with the opening centre). Other sonic anemometers were positioned 
at heights of 6 m (Uref) and 10 m on the “Reference” mast and at 2.9 m 
(due to practical limitations) on the “Channel” mast (Fig. 1). 
External temperature was measured on the Channel mast using a 
WXT520 weather station (error at 20 �C ¼ � 0.3 �C) (Fig. 1). Internal 
temperature was measured using RS components type-K thermocouples 
Fig. 1. RCC field site and instrumentation: (a) Aerial image of the cube array facing into the prevailing wind direction with sonic anemometer locations, storage shed 
(black diamond) and sewage tanks (black triangle) and (b) plan view with measurements and angle notation (bearing in italics). For the isolated case, the grey cubes 
were removed [23,24]. 
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at 24 points. Temperature measurement details (e.g. locations) are given 
in [24]. 
3.1. Pressure measurements 
Ventilation rate was determined in two ways, using: (1) pressure 
measurements across the outside and inside the cube, and (2) tracer gas 
decay [24]. The 30 external pressure taps (7 mm holes located centrally 
on 0.6 m2 steel panels, mounted flush with the cube cladding) were on 
four faces (Fig. 2): Roof (4), horizontal array on the centre line across the 
North (4) and South faces (4) and Front (9) and Back faces (9), arranged 
in vertical (5) and horizontal (4) arrays. 
Two internal pressure taps were located under each possible opening 
(only one used here) to measure the pressure difference across the 
opening. A reference pressure was measured using a static pressure 
probe (in house design [30,31]) with a reference dynamic pressure 
measured using a directional pitot tube (in house) at 6 m (building 
height) alongside the 6 m reference sonic anemometer (Fig. 1) [24]. 
provides sensor details. 
The external pressure is calculated from the average of the pressure 
measurements located around the opening: Taps 3, 4, 18 and 19 for the 
front face and Taps 12, 13, 26 and 27 for the back face (Fig. 2). In all 
cases, following the work of [32,33], the average of the external taps is 
calculated before the difference is calculated between external and in-
ternal pressures for each 10 Hz reading and a ventilation rate is calcu-
lated from Equation (1): 
Q¼CdA
ffiffiffiffiffiffiffiffiffiffiffiffi
2j Δpj
ρ
s
(1) 
This instantaneous ventilation rate is then averaged over 30 min (i.e. 
same period as all the meteorological data). An alternative method is to 
average the pressure difference over 30 min and then calculate venti-
lation rate using Equation (1) [24], found a small difference of up to 10% 
between the two methods for both single sided and cross ventilated 
measurements. 
3.2. Ventilation data overview 
Of the 765 single-sided, isolated cube, 30 min measurement periods, 
472 contain all the data required to test the empirical models. The 
remaining 291 have missing temperatures (external or mean internal). 
For the array case 1104 periods were recorded of which 497 have all the 
required data. Data were filtered for near-neutral stability (defined using 
the height of the measurement, Z divided by the Monin-Obukhov length 
L), where   0.1 < Z/L < 0.1 at both the 6 m and 10 m reference masts 
(Fig. 1), to remove large fluctuations due to atmospheric convection. 
This reduces the total to 202 isolated and 429 array periods. 
Pressure based and tracer gas decay methods of calculating the 
ventilation rate of the cube are compared in [24] with agreement be-
tween the methods being dependent on opening layout and wind di-
rection, with stronger agreement for the single-sided ventilation set-up. 
A possible explanation for the better agreement relates to when the in-
ternal mixing state was less dominated by a single jet (i.e. for oblique 
wind directions for the isolated case) and generally for the array case 
where external flows are highly unsteady. There is also the question of 
the validity of the standard tracer gas decay measurement method in an 
urban area due to unsteady flows dominating, and choosing the most 
suitable time-averaging for the measurements. Surrounding buildings 
may reduce the ability of a building to ‘flush’ tracer gas out, though this 
is likely to be dependent on the external building layout [24]. details 
further the other influencing factors in experimental design. 
Only the pressure derived ventilation rates are used here given the 
relatively few (~100) tracer gas releases available. It should be noted 
that pressure derived ventilation measurements do not include the ef-
fects of infiltration (but steps were taken to minimise infiltration 
through cracks at the bottom of the cube [23]). Unlike work on pressure 
coefficients by [30,34] the pressure based ventilation rates are not 
limited by wind speed, although data are split into three categories: Uref 
< 3 m s  1, 3 < Uref < 6 m s
  1 and Uref > 6 m s
  1. 
4. Model performance tested against RCC data 
RCC data are tested against a simple model to determine the 
importance of the stack effect prior to evaluating the models (section 
4.2). 
4.1. Driving forces of the flow 
To determine whether a flow is being driven by buoyant processes 
(stack effect) or external processes (e.g. wind driven) we use the ratio of 
external forces to internal viscous forces or Archimedes number (Ar): 
Ar¼
g ΔT H
TavU2
(2)  
where g is gravitational acceleration, ΔT is the internal to external 
temperature difference (internal temperature calculated as the average 
of the 24 indoor sensors), H is the height of the opening (distance from 
top to the bottom of the opening), Tav is the average of internal and 
external temperatures, and U is the characteristic wind speed, in this 
case Uref. 
A large Ar indicates that stack effects dominate while a small Ar 
indicates that wind driven effects dominate. Following a similar method 
to Warren (1977), Warren and Parkins (1985) and Caciolo et al. (2013), 
a normalised ventilation rate (or flow number, F) is defined: 
Fref ¼
Q
Uref A
(3)  
where Q (m3 s  1) is the measured ventilation rate and A (m2) is the area 
of the opening. In the following section the reference wind speed (Uref) at 
6 m height is used. Based on the flow number (equation (3)), the 
Archimedes number (equation (2)) and assuming a discharge coefficient 
Fig. 2. Location of the pressure taps on each face (T top, B base) of the cube 
with distance between taps (black) and the opening (white rectangles) [23]. 
Internal taps 15 and 16 are not shown. (drawing not to scale). Front and back 
faces are symmetrical as are the side faces. 
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of 0.6, the airflow rate due to the stack effect only is given by [12,16]: 
F ¼ 0:2
ffiffiffiffiffi
Ar
p
(4)  
When Equation (4) is plotted, for points close to the line, ventilation 
results are mostly driven by the stack effect. Above the line, the nor-
malised ventilation rate is higher than that caused by the stack effect 
alone due to wind driven ventilation reinforcing the stack effect, and 
below the line the normalised ventilation rate is below that predicted 
with the stack effect only, suggesting that the wind driven component is 
acting against the thermal effects. 
For the ventilation rates measured in this study, the wind driven 
ventilation reinforces the stack effect in most 30 min periods in both the 
isolated and array cases (Fig. 3). Few points lie ‘close’ (undefined 
numerically in previous work, e.g. Ref. [15]) to the line for both cases. 
The flow number values obtained are approximately 10 times larger 
than prior full-scale buildings studies (cf [11–13]). However [32], re-
ports F � 0.7 for their study using the same isolated cube on the Silsoe 
site and [21] also has similar flow numbers. The error on ventilation 
rates is estimated to be up to 15% of the pressure-based ventilation rate, 
meaning other factors play a role in explaining the spread in observed 
values. 
Our reference mast is within 50 m of the RCC cube in an open rural 
setting (Fig. 1) whereas the location of the reference mast used by [15, 
16] is unclear in the more complex site (i.e. low-rise buildings with 
trees). Thus, their local test building wind speeds may be sheltered 
compared to the present study, thus reducing their flow numbers. The 
larger range in wind direction measured during the RCC study increases 
the spread in results. 
Another consideration is the ventilation measurement method used. 
For single-sided ventilation, the pressure derived ventilation rate has 
been observed to be around twice the magnitude of the tracer gas decay 
rate, especially in windward conditions ([24]), leading to larger flow 
numbers. [15,16] use tracer gas decay. The combination of a larger 
room in the RCC cube (RCC: 216 m3 , [15,16]. 27 m3) and smaller 
opening (RCC 0.4 m2 [15,16]: 1 m2) leads to a difference in wall porosity 
(RCC 1%, [15,16]; 2%). Such differences may lead to different unsteady 
ventilation mechanisms (e.g. pulsation) making a larger contribution 
[19,32], which might explain differences in overall ventilation rates. 
4.2. Performance of different ventilation models 
Four models (Table 1) (Warren and Parkins (WP85), Larsen and 
Heiselberg (LH08), De Gids and Phaff (DP82) and EN 16798-7:2017 
(EN17)) are evaluated using measured ventilation rates (Q) (Table 2, 
Fig. 4). For WP85, the local wind speed (Ulocal) used is measured in front 
of the cube (Front (Local) mast, Fig. 1). LH08 requires CL1-CL3 (Table 1) 
to be determined from standard pressure coefficients for an exposed 2:1 
building. Instead, the RCC pressure coefficients and pressure differences 
measured for both the isolated and array cases are used. Wind angles 
from the four models are converted to the RCC co-ordinate system 
(Fig. 1) to ease comparison. 
For most of the data Qwind is larger than Qstack. When Uref is used with 
WP85 for the isolated cube 66 of 202 periods had calculated Qstack larger 
than Qwind: 56 when Uref was low and 10 medium. When using Ulocal, 
Qstack >Qwind in only 3 cases, all with low Uref. Using Uref with the WP85 
model for the array dataset (429 cases), in 12 (10 low and 2 medium 
Uref) instances Qstack was larger and 10 (9 low Uref and 1 medium) when 
using Ulocal. These differences are caused by the array campaign 
occurring in winter whereas the isolated cube measurements continued 
into spring/summer. 
For WP85-Uref there is an underestimation of the ventilation rate by 
factor of 10–20 in the isolated case (Figs. 4a) and 10 to 15 in the array 
case (Fig. 4b). However, ventilation rates are proportional to the 
observed values and R2 values are reasonable (Table 2). Despite WP85 
being derived from full-scale measurements, this result suggests that the 
coefficients may not be generally applicable to other full-scale sites. 
Using WP85-Ulocal improves the ventilation rate estimates, albeit still 
a factor of 10 too low (Fig. 4c and d and Table 2). For both the isolated 
Fig. 3. Flow number (equation (3)) against square root of Archimedes number for the isolated (blue square) and array cases (black circle). Cyan line shows equation 
(4), F ¼ 0:2
ffiffiffiffiffiffi
Ar
p
. (For interpretation of the references to colour in this figure legend, the reader is referred to the Web version of this article.) 
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and array cases, data are split into linear clusters that correlate broadly 
with wind direction. The array case has three clusters (Fig. 4d) [23]. 
reported multiple flow behaviours at the local sonic anemometer for the 
same reference wind direction (e.g. θref ¼ 180�), suggesting that the 
influence of nearby building wakes was a bistable flow process. This 
could cause lower or higher ventilation rates for the same Uref. 
DP82 has similar ventilation rates (Fig. 4e) to WP85 for the isolated 
cube with a factor of 10–15 underestimation compared to measured 
values. Coefficients in these models were both based on full-scale data, 
however it is hard to compare the settings of either building due to little 
information being given about the surroundings. Indeed, DP82 predicts 
larger values for the array (Fig. 4f) than the isolated case despite 
measured values being lower due to sheltering (especially for wind di-
rections near 0�) [23]. For DP82 the non-zero minima are due to the 
constant C3 turbulence term. In reality this term should scale with wind 
speed and account for local buildings’ turbulent wakes. EN17 model 
(Fig. 4i and j) lacks this constant but the resulting performance is quite 
different: less scatter (R2 increased) but increased underestimation 
(larger MBE). 
As the LH08 model requires more data (e.g. temperature measure-
ments) there are fewer results due to gaps in the RCC dataset (Fig. 4g and 
h) but similar magnitudes to the other models are predicted, despite it 
being the only one derived from wind tunnel data alone. To take into 
account the differing geometry of the LH08 wind tunnel model and the 
present cube array, RCC data were used to derive fðβvÞ (Table 1), 
following the method of [1]. Despite this the data are clustered ac-
cording to wind direction. 
Overall, all models, regardless of what type of data the empirical 
formulae have been derived from, underestimate the ventilation rates of 
both the isolated and array cubes (Table 3). The array caused a decrease 
in ventilation rate, most marked (50–90%) for near-perpendicular wind 
directions [23], but WP85-Uref and DP82 actually predict higher values 
for the array case for these directions. All relations between measured 
and modelled values demonstrate considerable scatter (Fig. 4). With 
some clustering of datapoints suggesting that linear regression through 
the data is inappropriate, this suggests that some models do not capture 
the complex local flow behaviour observed. Overall, the WP85 model 
provided the best prediction of measured ventilation rate in agreement 
with [15], albeit underestimated (MBE ¼   0.50 for WP85-Uref and 
  0.59 for WP85-Ulocal). 
5. Directional effects on flow and ventilation 
Discrepancies between the models and RCC data are explored with 
respect to directional effects on flow, turbulence and ventilation. 
5.1. New WP85 coefficients that vary with wind direction relative to the 
opening 
WP85 performs better than the more complex models whose co-
efficients may be site- or method-specific. However, WP85’s large un-
derestimation suggests that its coefficients are inappropriate for the 
Silsoe site. The RCC single-sided ventilation data are used to constrain 
Qw¼C A U (5)  
where U is either local or reference wind speed, to derive new direc-
tionally dependent coefficients Cloc and Cref for both the isolated and 
array cases. The coefficients are identical to flow numbers, or normal-
ised ventilation rates [12]. With the variation in local wind speed and 
direction compared to θref, the data are stratified into 30� bins using 
θlocal. Bins of 30� are a compromise between variability in ventilation 
rate with wind direction and data availability (>5 samples per bin) to 
produce meaningful statistics. For a given θref, at this site θlocal can vary if 
wake or channelled flow from surrounding buildings dominates [23,23]. 
Hence θlocal is chosen as being more representative of the flow direction 
adjacent to the opening than θref. Data are unavailable for some infre-
quent wind direction bins (e.g. isolated cube and leeward flows, see 
Tables 3 & 4). 
Using equation (5), the binned data are used to determine the Clocal 
coefficients if Ulocal is used (or Cref for Uref). MAE and MBE are improved 
for most angles when using Uref, though not for θlocal ¼ 30–90� (Table 3) 
for the isolated cube. Using Ulocal leads to lower MAE and MBE values for 
the isolated and array cases (Table 4). For the array case R2 values are 
generally lower and MAE values are higher using Uref, apart from di-
rections where flow is parallel to the opening, suggesting that Ulocal is 
more representative of the flow impacting on the cube. 
Using the directionally dependent coefficients (Table 3, Table 4) a 
ventilation rate is estimated for each measurement (Fig. 5). For the 
isolated case performance is improved (Table 2, Table 5), showing that 
the modified WP85 model (equation (5)) works well with appropriate 
coefficients. The improvement is larger using Ulocal rather than Uref. 
Scatter is reduced for the array case, but directional discrepancies are 
still present for windward directions using the local wind speed. This 
may be due to the dual behaviour described by Ref. [23] for θlocal ¼   45 
to 45�, i.e. for the same Uref, two values of Ulocal could be observed, 
depending on whether flow was dominated by a wake or channelling 
flow. Such “flow switching” behaviour can be a feature of complex 
urban flows [35]. 
5.2. Flow parameters as a function of direction 
After LH08, it would be expected that flow numbers have a direc-
tional dependence, as Ulocal/Uref changes with wind direction. In addi-
tion, the local turbulence intensity, σu/Ulocal, changes with wind 
direction, depending on if the flow next to the opening is affected by a 
wake or not. Fig. 6 presents the flow data for the RCC site. 
Fig. 6 shows the ratio Ulocal/Uref for the Silsoe site for the isolated and 
array cases. Also shown are the measurements of WP85, as used by LH08 
to derive directional dependence function f(βυ). Fig. 6a shows that for 
Table 2 
Ventilation rate model performance metrics for the (a) isolated cube and (b) array. RMSE (Root Mean Square Error), SE (Standard Error), MAE (Mean Absolute error) 
MBE (Mean Bias Error).  
Model Gradient offset R2 SE of slope (m3 s  1) SE offset (m3 s  1) RMSE (m3 s  1) MAE (m3 s  1) MBE (m3 s  1) 
Isolated 
WP85 Uref 0.027 0.016 0.53 0.0012 0.00078 0.010 0.50   0.50 
WP85 Ulocal 0.010 0.026 0.53 0.0049 0.0036 0.039 0.45   0.59 
DP82 0.0080 0.096 0.02 0.0050 0.0033 0.026 0.50   1.16 
LH08 0.020 0.04 0.08 0.64 0.0051 0.024 0.48   1.76 
EN17 0.121 0.017 0.17 0.0019 0.0098 0.0097 0.51   1.20 
Array 
WP85 Uref 0.055 0.01 0.61 0.0015 0.00094 0.012 0.45   0.45 
WP85 Ulocal 0.056 0.02 0.29 0.0029 0.0016 0.023 0.44   0.44 
DP82 0.061 0.06 0.34 0.0041 0.0063 0.022 0.40   0.84 
LH08 0.018 0.02 0.03 0.0028 0.0027 0.0097 0.47   1.33 
EN17 0.025 0.02 0.32 0.0017 0.0011 0.0092 0.46   0.97  
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Fig. 4. Modelled and measured ventilation rate, Q, for the 
isolated (left) and array cases (right). Data is colour coded by 
wind direction θref with the marker shape determined by the 
magnitude of Uref. Models are labelled as in Table 1: Warren 
and Parkins (WP85), Larsen and Heiselberg (LH08), EN 
16798-7:2017 (EN17) and De Gids and Phaff (DP82), with 
linear regression lines through all data (Table 2). (For inter-
pretation of the references to colour in this figure legend, the 
reader is referred to the Web version of this article.)   
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the isolated case the RCC data shows a similar trend to WP85, despite 
small differences due to WP85 being a cuboid, not a cube. Different 
reference heights were used (10 m for WP85, 6 m for RCC), but assuming 
an “open terrain” 1/7 power wind profile this causes a ratio U6m/U10m of 
0.93 which gives a small positive bias in Ulocal/Uref. The WP85 Ulocal 
measurement was also done at the window itself, whereas the RCC local 
measurement is 3 m away from the window to avoid flow distortion, 
which could also lead to small positive bias. 
Fig. 6a also shows the turbulence intensity (TI) measured at the local 
mast, σu/Ulocal, for each datapoint. TI values are much higher for 110� <
θref < 180� and θref <   150� when the mast is in the wake of both the test 
cube and the nearby storage shed. For flow approaching the front face of 
the cube (  100� < θref < 100�), TI lies between 0 and 0.5. For this site, 
the upstream wind profile has previously been measured by Ref. [36], 
giving an estimated roughness length z0 ¼ 0.01 m: assuming a neutral 
logarithmic wind profile, UðzÞ ¼ u*=k ln
�
z=z0
�
;and a standard value of 
σu=u* ¼ 2:5 ([37]) gives an estimate for σu=U � 0:2. Crops were growing 
in the field during the isolated case which would have led to higher TI 
values due to a rougher surface than for previous campaigns. 
For the array case, Fig. 6b shows much higher TI values due to wakes 
from surrounding buildings. The values are similar to previous studies 
Table 3 
New coefficients for the wind driven WP85 model using Uref. 30� bins based on local wind direction (θlocal) used for isolated and array cases. N is the number of data 
points in each bin and only cases where N > 5 are used. SE is the standard error. Angles equal to the lower bin threshold are placed in the next bin.  
θlocal range (�) N Cref SE on Cref R2 P value MAE MBE 
Isolated 
  180   150 2 N/A N/A N/A N/A N/A N/A 
  150   120 0 N/A N/A N/A N/A N/A N/A 
  120   90 6 0.198 0.019 0.602 0.001809 0.62   0.62 
  90   60 3 N/A N/A N/A N/A N/A N/A 
  60   30 15 0.490 0.025 0.767 2.69E-08 0.23   0.23 
  30 0 14 0.672 0.018 0.940 8.28E-07 0.19   0.19 
0 30 55 0.754 0.012 0.887 1.48E-19 0.33   0.33 
30 60 74 0.562 0.018 0.717 7.56E-27 0.68   0.68 
60 90 74 0.300 0.014 0.403 2.73E-29 1.08   1.08 
90 120 96 0.475 0.010 0.762 1.42E-40 0.60   0.60 
120 150 24 0.298 0.015 0.451 2.13E-09 0.47   0.47 
150 180 3 N/A N/A N/A N/A N/A N/A 
Array 
  180   150 32 0.275 0.014 0.322 7.32E-20 0.78   0.78 
  150   120 7 0.203 0.035   2.517 0.00086 0.68   0.68 
  120   90 27 0.225 0.019 0.039 1.62E-11 0.53   0.53 
  90   60 68 0.177 0.006 0.657 1.08E-28 1.02   1.02 
  60   30 18 0.320 0.013 0.763 1.61E-09 0.87   0.87 
  30 0 33 0.327 0.008 0.897 5.8E-15 0.97   0.97 
0 30 423 0.303 0.005 0.265 4.3E-163 1.35   1.35 
30 60 166 0.305 0.005 0.659 2.62E-80 1.29   1.29 
60 90 6 0.403 0.027 0.945 0.014028 0.85   0.85 
90 120 8 0.320 0.032 0.691 9.68E-05 0.94   0.94 
120 150 90 0.285 0.010 0.360 3.81E-49 0.65   0.65 
150 180 28 0.171 0.012 0.058 1.13E-19 0.76   0.76  
Table 4 
As Table 3 but using Ulocal with the WP85 model.  
θlocal range (�) N Clocal SE on Clocal R2 P value MAE MBE 
Isolated 
  180   150 2 N/A N/A N/A N/A N/A N/A 
  150   120 0 N/A N/A N/A N/A N/A N/A 
  120   90 6 0.257 0.085 0 0.071651 0.29   0.29 
  90   60 3 N/A N/A N/A N/A N/A N/A 
  60   30 15 0.572 0.028 0.845 6.32E-08 0.17   0.17 
  30 0 14 1.089 0.059 0.756 0.00548 0.03 0.03 
0 30 55 1.096 0.007 0.983 1.35E-19 0.09 0.09 
30 60 74 0.810 0.022 0.796 0.000171 0.19   0.19 
60 90 74 0.376 0.017 0.448 2.74E-25 0.76   0.76 
90 120 96 0.599 0.006 0.938 1.47E-26 0.35   0.35 
120 150 24 1.035 0.046 0.542 0.003092 0.01 0.01 
150 180 3 N/A N/A N/A N/A N/A N/A 
Array 
  180   150 32 0.632 0.018 0.789 5.44E-08 0.16   0.16 
  150   120 7 1.478 0.105 0.328 0.000965 0.06 0.06 
  120   90 27 0.530 0.065   0.707 0.000551 0.12   0.12 
  90   60 68 0.284 0.016 0.227 1.09E-19 0.51   0.51 
  60   30 18 1.465 0.044 0.873 1.09E-07 0.13 0.13 
  30 0 33 1.735 0.025 0.966 6.17E-12 0.20 0.20 
0 30 423 0.967 0.020   0.136 0.00347 0.02   0.02 
30 60 166 0.951 0.021 0.319 0.353715 0.03   0.03 
60 90 6 2.640 0.120 0.979 0.042929 0.36 0.36 
90 120 8 0.992 0.177 0.114 0.179533 0.00 0.00 
120 150 90 1.016 0.036 0.392 0.000406 0.00 0.00 
150 180 28 1.445 0.080 0.358 4.79E-06 0.05 0.05  
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using arrays of cubes (TI ¼ 0.3–5) ([38,39]) or measured around 
buildings in real urban areas (TI ¼ 1–2) [40]. When TI > 1, this indicates 
that the flow influencing the ventilation at the opening is 
turbulence-dominated. Turbulence intensity in previous wind tunnel 
studies is much lower (i.e. < 5% [14], 10–20% [38]) and is not reported 
in other works, though is likely to be higher in the full-scale studies 
([14–16]) due to surrounding buildings and trees. 
5.3. Relating flow numbers to flow parameters 
As the new coefficients (Section 5.1) for the RCC site are much larger 
than WP85 (Cref ¼ 0.025), it is hypothesised that turbulence is playing a 
role in increasing mean ventilation rate. This is reasonable as a) the RCC 
opening is relatively small and so unsteady ventilation processes can 
dominate [8] b) turbulence intensity is much larger than previous 
studies, and c) evidence in the literature shows that increased turbulence 
intensity leads to increased ventilation rate ([12,41]) and better agree-
ment of simulations with experimental data [42]. 
Fig. 5. Performance of WP85 ventilation rate model with RCC derived coefficients (Table 3-Uref Table 4- Ulocal) for (a, b) isolated cube and (c, d) array case when (a, 
c) Uref and θlocal and (b, d) Ulocal and θlocal are used. The 1:1 (cyan) line and a linear regression (black, Table 5) line are shown. Only sectors with (N > 5) are plotted as 
in Table 3 & Table 4. (For interpretation of the references to colour in this figure legend, the reader is referred to the Web version of this article.) 
Table 5 
Linear regression coefficients for model versus measured ventilation rate for the isolated and array cases for Fig. 5.  
Case Wind speed N Gradient Offset SE of Gradient SE of offset R2 MAE MBE 
Isolated Uref 361 0.824 0.108 0.020 0.015 0.828 0.0580 0.0026 
Isolated Ulocal 361 0.967   0.003 0.018 0.013 0.891 0.0228   0.0023 
Array Uref 908 0.749 0.109 0.018 0.010 0.664 0.0546   0.01 
Array Ulocal 908 0.702 0.111 0.022 0.012 0.530 0.0685   0.03  
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For the isolated and array cases relations between flow number for 
all 30 min data-points (Fref) and three dimensionless flow parameters are 
tested: Ulocal/Uref (Fig. 7), local turbulence intensity σlocal/Ulocal (Fig. 8) 
and the product of the two UlocalUref
σlocal
Ulocal 
(Fig. 9). Linear regression co-
efficients are shown in Table 6. Data is split into windward (θlocal ¼
-45�–45�) and leeward (θlocal ¼ -135 to   180� and 135–180�) cases, as 
there is not enough data to cover the parallel case as in [14]. [14] notes 
that leeward flows are more likely to be dominated by unsteady forces 
than windward flow due to wake effects. This also suggests that for the 
array case, the windward flows will also be dominated by unsteady ef-
fects due to the wakes of the surrounding buildings. 
Fig. 7a shows that for the isolated case, a linear relation between 
flow numbers and Ulocal/Uref is found that is different for windward and 
leeward flows. Fig. 7b for the array case shows more scatter and an 
overlap of data-points for windward and leeward directions, 
demonstrating less directional dependence. There is a cluster of points 
(θlocal ¼   60� to   90�) which shows that even though local flow can be 
stronger, flow number is not necessarily higher. 
Fig. 8a and b show no obvious linear relation between flow number 
and local turbulence intensity for both cases. For the isolated case a 
small number of points have σlocal/Ulocal > 0.5. In contrast for the array 
case most points have σlocal/Ulocal > 0.5 as wake flow dominates. It is 
notable that for leeward flow, there can be a wide range of σlocal/Ulocal, 
due to unsteady wake dynamics. 
Fig. 9a shows that for the isolated case it is not clear that flow 
number variability is better explained by including σlocal/Ulocal. How-
ever, for the highly turbulent array case there is an improvement in the 
linear relation for the windward direction but not for leeward flows 
(Table 5). It is notable that the cluster with θlocal ¼   60� to   90�
identified within Fig. 7b now sits within the other data-points, again 
Fig. 6. Variation of the ratio of local to reference wind speed for all available RCC data with reference wind direction (θref) for the a) isolated and b) array cases. 
Colour represents the turbulence intensity measured at the local mast (Fig. 1). Data is averaged into 30� bins and the median displayed if more than ten mea-
surements are available. Error bars are the 5% and 95% bounds. Four outlying values of Ulocal/Uref � 4 have been excluded. Data collected by WP85 and used by 
LH08 [14] shown as magenta solid line. (For interpretation of the references to colour in this figure legend, the reader is referred to the Web version of this article.) 
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suggesting that ventilation rate could be better predicted by taking 
turbulence into account. 
Overall this suggests that for highly turbulent flows in urban arrays 
(σlocal/Ulocal > 0.5), flow number is being enhanced by turbulence, and 
including it as a product with wind speed is appropriate. This form might 
provide an alternative to an additive term that [10] find to be prob-
lematic. The product term UlocalUref
σlocal
Ulocal 
equates to σlocal/Uref, i.e. the amount 
of local turbulence produced for a given reference wind speed. The 
linear regressions shown in Fig. 9 give the relation: 
Fref ¼ k
Ulocal
Uref
:
σlocal
Ulocal
(6)  
which implies that the ventilation rate can be given by: 
Q¼ kAσlocal: (7) 
This result may seem counter-intuitive as it does not include Uref, but 
Fig. 7. Flow number Fref dependence on 
Ulocal
Uref 
stratified by θlocal (colour) for a) isolated and b) array. Linear regression lines shown for windward (  45�–45�) and 
leeward (  135 to   180� and 135–180�) data. (For interpretation of the references to colour in this figure legend, the reader is referred to the Web version of 
this article.) 
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it should be borne in mind that in a wind-driven, neutral stability flow 
regime, turbulence increases in proportion to the driving flow, as tur-
bulence intensity is constant. 
5.4. Discussion 
This analysis has presented evidence suggesting that the wind-driven 
model for single-sided ventilation in highly turbulent flows can be 
improved by including turbulence intensity as a factor. Elucidating the 
exact flow mechanism is for future model development studies, but it is 
worth recalling the main, unsteady mechanisms for wind-driven single- 
sided ventilation:  
1) For flow parallel to the window, mixing layer or “eddy penetration”. 
W77 derived a simple 2D mixing layer model for turbulence-free 
driving flow. In WP85, it was discussed that turbulence in the 
driving flow can thicken the mixing layer and thus enhance flow 
numbers. Indeed, WP85 results are based on full-scale measure-
ments, and flow numbers are an order of magnitude larger than the 
W77 model, explained by both turbulence and “complex 3D flow 
effects”. Given the present result that turbulence plays more of a role 
for the array case, this suggests there should be more focus on “non- 
Fig. 8. As for Fig. 7, but with σlocalUlocal.  
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2D” mixing layer processes and how mixing layer dynamics might be 
modified by larger eddies in the driving flow. An analogous area of 
work is ventilation from streets to the air above in the urban 
roughness sublayer (e.g. Fig 10. in [43]). 
2) for perpendicular flow, the pulsation mechanism: longitudinal fluc-
tuations in the perpendicular wind component cause pressure fluc-
tuations due to the compressibility of air within the enclosure ([41, 
44,45]). [41] undertook experiments to show that increasing tur-
bulence intensity from 0.10 to 0.25 led to approximately 40% in-
crease in flow number for their pulsation flow set-up. This suggests a 
sensitivity to turbulence in the driving flow which is distinct from the 
effect of having a small opening, which was highlighted in Section 2. 
6. Conclusions 
The novel, long-term, full-scale RCC dataset was used to test pre- 
existing models for single-sided ventilation rates for a simplified build-
ing (cube) with a small opening, both isolated and sheltered by an array 
of similar obstacles. The effect of sheltering on single sided ventilation 
rates has not been systematically tested previously due to a lack of local 
wind and turbulence measurements. The performance of previous 
Fig. 9. As Fig. 7, but with 
�
Ulocal
Uref
:σlocalUlocal
�
.  
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models is directly affected by variation in both wind speed and turbu-
lence intensity with wind direction. 
All models underestimated the ventilation rate of the cube, with the 
best performing model being Warren and Parkins (1985) [12] which 
agrees with the findings of [15]. Wind dominated over the stack effect 
for the RCC dataset. As results showed discrepancies that were direc-
tionally dependent, new coefficients were derived for the WP85 
wind-driven model as a function of both local and reference wind speed 
and angle. Model predictions were improved most for the isolated case 
using the local wind speed. Predictions for the array case were generally 
improved using the local wind speed except for windward directions, 
perhaps due to the dual behaviour previously observed [23] (i.e. local 
measurement influenced by wake or channelled flow around buildings 
for the same reference wind direction. 
Turbulence intensity local to the test building σlocal/Ulocal was mostly 
less than 0.5 for the isolated case but was between 0.5 and 4 for the 
sheltered case due to flow being wake-dominated. It was hypothesised 
that turbulence was enhancing ventilation, which could explain some of 
the underestimation by the models. To test this, flow number was related 
to Ulocal/Uref, local turbulence intensity σlocal/Ulocal and the product of 
the two UlocalUref
σlocal
Ulocal
. There was no direct relation between flow number and 
turbulence intensity for both isolated and array cases. However, for the 
array case, the linear relation with UlocalUref
σlocal
Ulocal 
was better than for UlocalUref 
alone. This suggests that in highly turbulent environments, turbulence 
does enhance mean ventilation rate to a degree [42]. Models could be 
improved by including a term which is multiplicative rather than ad-
ditive as in LH08. 
Conclusions drawn here are influenced by the specific set-up: the 
opening is small and of fixed size, internal volume large and flow is more 
turbulent and wind-driven than previous studies. Further testing is 
required for other configurations: different window sizes, shape and 
position, porosity, different building array layouts, conditions where the 
stack effect dominates. However, the case of small window openings 
with highly turbulent external flows is likely to be very common for 
buildings in densely urban areas. Previous models are based on data 
drawn from a narrow range of situations that do not represent all 
possible cases, in particular, sheltered urban buildings. 
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